
VENTILATION
CUT-OUT ABOVE

CUTOUT ABOVE FOR
SERVICES

PUMP ROOM
10.500 X 9.800

STAIRCASE
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RIZAT ION

B2
VENTILATION

CUT-OUT ABOVE

FP PUMP PANEL

B2
VENTILATION

CUT-OUT
ABOVE
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VENTILATION

CUT-OUT
ABOVE

BUILDING NO -2 (WING - E)

BIG
PARKING

TWO WHEELER PARKING = 03 NOs.
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LOWER BASEMENT FLOOR PLAN
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N

SHEET NO.2

HARSH

M/S. USHMA NAGAR CO.OP. HSC.SOC.FEDERATION LTD.   

BUILDING NO -2 (WING - E)
(LEVEL.  - 8.13)

PROPOSED REDEVELOPMENT OF RESIDENTIAL BUILDING NO. 1 (WING - A TO D)  ON.

 307/6 OF VILLAGE VALNAI  AT  MALAD (WEST). MUMBAI
PLOT NO. 1 TO 7 BEARING  C.T.S  NO. 307/3, 307/4, 307/5, AND 

2.24

LOWER BASEMENT FLOOR  PLAN
SCALE   1:150
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COMPARTMENT - 1
1877.688 sq.mt. 

1877.688 sq.mt.

COMPARTMENT AREA LOWER & UPPER BASEMENT

=

COMPARTMENT 1

TOTAL AREA

=

= 6467.601 sq.mt.

COMPARTMENT 2 2312.131 sq.mt.

COMPARTMENT 3 = 2277.782 sq.mt.
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RAIN WATER TANK

FLUSHING TANK

PUMP ROOM
6.750 X 10.525

FIRE WATER TANK

5.425

7.800

5.500

6.750

1.500 1.500 1.500
4.500

UP TO
UPPER BASE.

FRD.

FIRE LIFT
PIT

LIFT
2.150 X 2.400

PASS.
1.500

 X 
 2.100

0.450

6.850 x 2.675

WING -  C

SMOKE CHECK LOBBY

FRD.

2.150

2.050

1.850

FIRE LIFT
PIT

LIFT
2.150 X 2.4000.450

FRD

1.500
 X 

 2.100

1.500 1.500 1.500
4.500

6.850 x 2.400

UP

WING -  B

SMOKE CHECK LOBBY

UP TO
UPPER BASE.

FIRE LIFT
PIT

LIFT
2.150 X 2.4000.450

FRD

PASS.
1.500

 X 
 2.100

1.500 1.500
4.500

6.850 x 2.675

WING -  A

SMOKE CHECK LOBBY

UP TO
UPPER BASE.

RAMP UP FROM LOWER BASEMENT TO UPPER BASEMENT
TOTAL RAMP LENGTH 41.880 M (SLOPE 1:10.02)

RAMP
UP

7.00 M. WIDE TWO WAY RAM

6.00

6.00

6.00

6.00 M  WIDE DRIVEWAY

6.00

6.00

6.00

6.00 M  WIDE DRIVEWAY

9.475

FIRE WATER TANK

FIRE WATER TANK

7.850

6.00 M  WIDE DRIVEWAY

UP
1.500 2.000 1.500

B2
VENTILATION

UP TO
LOWER. BASE.

3.250

1.500

0.25

1.500

FRD

 CHECK
SMOKE 

 LOBBY

FRD

FRD
EDFD

 CHECK
SMOKE 

 LOBBY

3.750

1.5002.250

3.750

UP TO
L.BASE.

2.000 WIDE LIFT LOBBY
- 8.250 M.LVL.

SMOKE CHECK LOBBY

FIRE LIFT
PIT

STRETCHER LIFT
3.400 X 2.650

ED

ED

ED

ED

ED

FD

0.450

FIREMAN

LIFT
PIT

2.000 2.000 2.000

LOBBY
2.600 X
2.950

FRD. FRD.

2.000 2.000

6.000

FIRE LIFT
PIT

LIFT
3.400 X 2.650

FIRE LIFT
PIT

LIFT
3.400 X 2.650

ED

FD

0.450

ED

ED

ED

ED

0.450

LOBBY
2.600 X
2.950

0.450

2.000 WIDE LIFT LOBBY

- 8.250 M.LVL.

SMOKE CHECK LOBBY

FRD. FRD.

2.000

UPPER BASE.

UPPER BASE.

EVACUATION UP TO

UP TO

FIRE LIFT
PIT

LIFT
3.400 X 2.650

2.21
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10.500

4.09

28.12

3.09

37.70

42.50

7.50

4.18

4.18

124.10

6.850

2.150

BASEMENT COMPARTMENT  AREA EXCLUDING STAIRCASE,LIFT & RAMP = 5644.190 sq.mt.

BASEMENT VENTILATION REQUIRED =

BASEMENT VENTILATION PROPOSED = 142.442   sq.mt.

5644.190 x 2.5%
141.105   sq.mt.

DOM WATER
TANK

750mm WIDE x 250mm
DEEP DRAIN SUMP

DOM WATER
TANK

750mm WIDE x 250mm
DEEP DRAIN SUMP

750mm WIDE x 250mm
DEEP DRAIN SUMP

750mm WIDE x 250mm
DEEP DRAIN SUMP

750mm WIDE x 250mm
DEEP DRAIN SUMP

B2
MECHANICAL
VENTILATION

CUT-OUT
ABOVE

B2
MECHANICAL
VENTILATION

CUT-OUT
ABOVE

5.597

1.650 1.650 1.650

5.289
5.437

( LEVEL.  - 8.250 )

SUB.ENG.B.P. ( P / N )                             ASS.ENG.B.P. ( P )                         EX. ENG.B.P. ( P )

THIS CANCELS THE PREVIOUS APPROVAL ISSUED UNDER No. P-15166/2023/(307/3 And Other)/P/N
Ward/VALNAI/IOD/1/New DATED :- 11 / 07 / 2023.

APPROVED SUBJECT TO CONDITIONS MENTION IN THIS OFFICE LETTER UNDER No. P-15166/2023/(307/3 And
Other)/P/N Ward/VALNAI DATED

- 8.250 M.LVL.

- 8.250 M.LVL.

- 8.250 M.LVL.

- 8.250 M.LVL.

- 8.250 M.LVL.

- 8.250 M.LVL.

- 8.250 M.LVL.

- 8.250 M.LVL.
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